
Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

Day Reg & Res

Monday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Feb 27, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
(MW) (MW) (MW)

Hour A B C D E F G H I J K L M

1 882.0 597.0 156.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
2 881.0 597.0 156.0 12.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
3 881.0 596.0 156.0 12.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
4 881.0 596.0 156.0 12.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
5 881.0 596.0 156.0 12.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
6 882.0 599.0 156.0 13.0 148.0 50.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
7 918.0 773.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
8 920.0 780.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
9 922.0 781.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
10 922.0 780.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
11 921.0 752.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
12 921.0 776.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
13 921.0 779.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
14 920.0 780.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
15 921.0 780.0 136.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
16 920.0 780.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
17 920.0 792.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
18 922.0 793.0 136.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
19 921.0 793.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
20 921.0 793.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
21 920.0 793.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
22 920.0 791.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
23 934.0 600.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0
24 933.0 599.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 383.6 615.0 0.0

 
Daily Energy 

(MWh) 17,296.0 3,410.0 415.0 300.0 0.0 0.0
Energy Avail. for BR (MWh): 12,909      
Ramp Rate Constraint: None

February 23, 2006

Projected Purchases CVP Corp. 
TransactionsLoads Projected Base 

Resource (BR)CVP gen



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

  

Day CVP gen Required 
Energy Reg & Res

Tuesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Feb 28, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 933.0 599.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
2 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
3 933.0 550.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
4 933.0 550.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
5 933.0 550.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
6 933.0 601.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
7 913.0 617.0 135.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
8 914.0 624.0 135.0 16.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
9 915.0 624.0 135.0 17.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
10 915.0 624.0 135.0 17.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
11 915.0 624.0 135.0 17.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
12 914.0 624.0 135.0 16.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
13 913.0 625.0 135.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
14 913.0 625.0 135.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
15 914.0 625.0 136.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
16 913.0 625.0 135.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
17 913.0 791.0 135.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
18 915.0 798.0 136.0 16.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
19 916.0 798.0 135.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
20 916.0 798.0 135.0 18.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
21 915.0 799.0 135.0 17.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
22 914.0 791.0 135.0 16.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
23 934.0 608.0 156.0 15.0 151.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0
24 933.0 599.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 179.1 615.0 0.0

 
Daily Energy 

(MWh) 15,618.0 3,410.0 371.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 11,273      
Ramp Rate Constraint: None

Loads CVP Corp. 
TransactionsProjected Purchases Projected Base 

Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

Day CVP gen Required 
Energy Reg & Res

Wednesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Mar 01, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 933.0 599.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
2 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
3 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
4 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
5 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
6 934.0 601.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
7 915.0 611.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
8 918.0 775.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
9 919.0 776.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
10 920.0 776.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
11 919.0 776.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
12 919.0 776.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
13 918.0 622.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
14 918.0 622.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
15 917.0 622.0 136.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
16 915.0 622.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
17 914.0 801.0 135.0 16.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
18 918.0 801.0 136.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
19 923.0 801.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
20 923.0 801.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
21 920.0 801.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
22 915.0 796.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
23 934.0 611.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0
24 934.0 605.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 266.5 615.0 0.0

 
Daily Energy 

(MWh) 16,391.0 3,410.0 436.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 11,972      
Ramp Rate Constraint: None

Loads CVP Corp. 
TransactionsProjected Purchases Projected Base 

Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

Day CVP gen Required 
Energy Reg & Res

Thursday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Mar 02, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 933.0 598.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
2 934.0 548.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
3 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
4 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
5 933.0 549.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
6 934.0 607.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
7 916.0 618.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
8 921.0 779.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
9 921.0 779.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
10 920.0 779.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
11 919.0 780.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
12 919.0 780.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
13 919.0 780.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
14 919.0 780.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
15 919.0 780.0 136.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
16 917.0 787.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
17 916.0 797.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
18 919.0 805.0 136.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
19 923.0 805.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
20 923.0 805.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
21 920.0 805.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
22 915.0 799.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
23 934.0 620.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0
24 933.0 609.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 351.9 615.0 0.0

 
Daily Energy 

(MWh) 17,087.0 3,410.0 451.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,655      
Ramp Rate Constraint: None

Loads CVP Corp. 
TransactionsProjected Purchases Projected Base 

Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

Day CVP gen Required 
Energy Reg & Res

Friday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Mar 03, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 933.0 609.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
2 933.0 608.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
3 933.0 608.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
4 932.0 608.0 156.0 13.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
5 932.0 608.0 156.0 13.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
6 934.0 619.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
7 916.0 625.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
8 921.0 784.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
9 922.0 790.0 135.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
10 922.0 790.0 135.0 24.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
11 921.0 790.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
12 921.0 790.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
13 919.0 790.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
14 919.0 790.0 135.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
15 919.0 790.0 136.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
16 917.0 796.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
17 916.0 799.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
18 918.0 799.0 136.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
19 923.0 799.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
20 923.0 799.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
21 921.0 799.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
22 915.0 784.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
23 934.0 624.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0
24 934.0 611.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 388.8 615.0 0.0

 
Daily Energy 

(MWh) 17,409.0 3,410.0 456.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,950      
Ramp Rate Constraint: None

Loads CVP Corp. 
TransactionsProjected Purchases Projected Base 

Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

Day CVP gen Required 
Energy Reg & Res

Saturday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Mar 04, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 933.0 603.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
2 933.0 602.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
3 933.0 602.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
4 932.0 602.0 156.0 13.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
5 933.0 602.0 156.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
6 934.0 603.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
7 915.0 631.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
8 920.0 767.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
9 920.0 768.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
10 920.0 768.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
11 920.0 768.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
12 920.0 768.0 135.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
13 918.0 768.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
14 918.0 651.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
15 918.0 651.0 135.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
16 916.0 651.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
17 915.0 770.0 135.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
18 917.0 770.0 135.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
19 923.0 770.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
20 923.0 770.0 135.0 25.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
21 921.0 770.0 135.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
22 916.0 770.0 135.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
23 934.0 599.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0
24 934.0 599.0 156.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 291.1 615.0 0.0

 
Daily Energy 

(MWh) 16,623.0 3,408.0 446.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,169      
Ramp Rate Constraint: None

Projected PurchasesLoads CVP Corp. 
Transactions

Projected Base 
Resource (BR)



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

February 23, 2006

Day CVP gen Required 
Energy Reg & Res

Sunday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Mar 05, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 919.0 690.0 142.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
2 919.0 756.0 142.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
3 919.0 756.0 142.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
4 918.0 805.0 142.0 13.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
5 918.0 805.0 142.0 13.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
6 920.0 805.0 142.0 15.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
7 921.0 808.0 142.0 16.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
8 926.0 809.0 142.0 21.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
9 928.0 820.0 142.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
10 928.0 820.0 142.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
11 927.0 820.0 142.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
12 928.0 820.0 142.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
13 927.0 820.0 142.0 22.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
14 925.0 820.0 142.0 20.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
15 924.0 821.0 142.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
16 923.0 825.0 142.0 18.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
17 922.0 793.0 142.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
18 922.0 794.0 142.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
19 924.0 795.0 142.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
20 928.0 795.0 142.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
21 928.0 795.0 142.0 23.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
22 924.0 803.0 142.0 19.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
23 922.0 780.0 142.0 17.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0
24 919.0 791.0 142.0 14.0 148.0 0.0 0.0 0.0 0.0 0.0 706.4 615.0 0.0

 
Daily Energy 

(MWh) 19,146.0 3,408.0 439.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 15,491      
Ramp Rate Constraint: None

Notes:

1.  For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of non-spin reserve of 80 to 90 MW and regulation of 60 MW.
2.   An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.  
3.  Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
4.  Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.

Projected PurchasesLoads CVP Corp. 
Transactions

Projected Base 
Resource (BR)


